
ATTIC LEVEL (TOS)
21' - 0"

13

10" STEEL GIRT

6" INSULATED METAL
WALL PANELS TYP

1/4" STEEL HEMP PLATE

STEEL BEAM

DIAGONAL STEEL BRACE

1/8" STEEL HEMP PLATE HCI

HCI

3' - 4"

8"

CONT SEALANT

18 GA. COVER PLATE x 4'-0"
LONG SECTIONS POWDER

COAT FINISH

3/4" DIA A36
THREADED ROD

RIVET COVER PLATE
TO METAL PANEL

HCP

6"x6"x1/2" SS PLATE SET IN
SEALANT SCREWED TO

MET PANEL

SELDS TEST CONDUIT

NOTE: SEAL ALL PENETRATIONS
AT MET  WALL PANEL TO
MAINTAIN AIR BARRIER

18 GA. COVER PLATE x 4'-0"
LONG SECTIONS W/ KYNAR

FINISH TO MATCH IMP-02

RIB STIFFENERS @
24" O.C.

FASTENERS @ 16" O.C. MAX

JUNCTION BOX

3 
3/

4"
1'

 - 
0 

1/
4"

2" EPDM SHEET
INSULATION

20 GA. GALVANIZED
CONTINUOUS LENGTHS,

STAGGER JOINTS BETWEEN TOP
AND BOTTOM CHANNEL, TYP AT

TOP AND BOTTOM OF BOX

1/4" STEEL
HEMP SHIELD

ROOF LEVEL (LP)
28' - 0"

13
TOS

32' - 0"

6" CHANNEL GIRT

6" INSULATED METAL
WALL PANEL TYP

6" BATT INSULATION @
CAVITY

6" CHANNEL GIRT (EL
VARIES)

AIR/ VAPOR RETARDER

MET PARAPET CAP
TO MATCH IMP-01

INSULATED METAL
PANEL ATTACHMENT
SCREWS

GYPSUM SHEATHING
PANEL

5/8" EXT GRADE
PLYWOOD SHEAHING

PT WD BLOCKING

1/2" PROTECTION BOARD

1-1/2" METAL ROOF DECK

A-900511B
5

TIE AIR/ VAPOR
RETARDER TO IMP

AIR/ VAPOR RETARDER

3' - 4"

6"

EPDM WALKWAY PADS
OVER EPDM ROOF

SYSTEM

GRADE LEVEL
0' - 0"

1

10" CHANNEL GIRT -SET
IN SEALANT

1 
1/

2"
1'

 - 
0"

1/4” STEEL HEMP
SHIELD

3' - 4"

FINISH GRADE

6" INSULATED METAL
WALL PANEL TYP

18 GA SS SHEET METAL
FLASHING TO MATCH

IMP-01 W/ CONT CLEAT -
PROVIDE NON-METALLIC

SPACERS AT SCREW
FASTENERS TO

PREVENT CRUSHING
INSULATION

MET BASE EXTRUSION
W/ WEEPS

CLSM

4" RIGID INSUL OVER
DAMPPROOFING - TIE
DAMPPROOFING INTO

MET WALL PANEL

BACKER ROD & SEALANT

CONC SLAB

1/4" STL HEMP
SHIELD

HCI

HCI

GRADE LEVEL
0' - 0"

7' - 0"

3' - 10"

MASONRY TIES @
16" OC HORIZ & VERT
ATTACHED TO
STUDS

6" CFMF STUDS @
16" OC AT CMU ONLY

6" INSULATED
METAL WALL
PANEL

CONCRETE LEDGE PER
STRUCTURAL

4x8x16 GROUND-FACE
CMU VENEER

MORTAR NET

THRU-WALL FLASHING
& WEEPS @ 32" OC

4" PERIMETER
INSULATION OVER
DAMPPROOFING

GROUT SOLID AT
CAVITY & CMU CORES

SELDS TEST CHASE

10" STL CHANNEL
GIRT

1/4" STL HEMP
SHIELD

1/4" STL HEMP SHIELD

2 LAYERS OF 3" RIGID
INSULATION

4" RIGID INSULATION AT
CMU VENEER ONLY

1/2" PVC CONDUIT
FOR SELDS TEST
WIRE

CONT SEALANT

STEEL TUBE @ CMU VENEER
LOCATION

HCI

3'
 - 

10
"

2"
1'

 - 
4"

HCI

SEE DETAIL 5 ON
SHEET A-900501B

DETAIL NOTES:
1. AIR BARRIER AND COMPONENT INTERFACE

JOINTS TO BE MADE AIRTIGHT. PROVIDE AIR
BARRIER TAPE AND SEALANTS.

2. ALL PENETRATIONS OF THE AIR BARRIER SHALL
BE MADE AIRTIGHT. PROVIDE AIR BARRIER TAPE
AND SEALANTS.

3. THIS  DRAWING  DEPICTS  HARDNESS  CRITICAL
ITEMS  (HCIs)  AND (OR)  HARDNESS  CRITICAL
PROCESSES  (HCPs).  ALL  CHANGES  TO  OR
PROPOSED  SUBSTITUTIONS  OF  HCIs  AND
(OR) HCPs  MUST  BE  EVALUATED  FOR
HARDNESS IMPACTS  BY  THE  ENGINEERING
ACTIVITY RESPONSIBLE  FOR  SURVIVABILITY.
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 1 1/2" = 1'-0"A-900501B
2 HEMP SHIELD ATTIC DETAIL

 3" = 1'-0"A-900501B
5 SELDS TEST CHASE DETAIL

 1 1/2" = 1'-0"A-900501B
3 TYPICAL PARAPET DETAIL

0'

SCALE:

8" 16"4"

1-1/2" = 1'-0"

 1 1/2" = 1'-0"A-900501B
4 INSULATED METAL PANEL BASE DETAIL

 1 1/2" = 1'-0"A-900501B
1 GROUND-FACE CMU WAINSCOTT DETAIL
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